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1. MAINTAIN CLEAR SERVICE ACCESS TO EXISTING EQUIPMENT WHEN @ REFER TO MP-401 HOT WATER STATION PIPING AND CONTROL SCHEMATIC.
LOCATING NEW PIPING AND HEAT EXCHANGERS. PROVIDE ALL REQUIRED FITTINGS, VALVES, CONTROL DEVICES, INSULATION 8TH FLOOR
AND APPURTENANCES TO CONNECT HWS & HWR PIPING TO EXISTING HOT
WATER STATION SUPPLY PIPING.
@ REFER TO MP-401 HOT WATER HEATING COIL CONTROL SCHEMATIC AND
HEAT EXCHANGER DETAIL. PROVIDE ALL REQUIRED FITTINGS, VALVES,
CONTROL DEVICES, INSULATION, HEAT EXCHANGER, GLYCOL AND
APPURTENANCES TO CONNECT HWS & HWR TO EXISTING HOT GLYCOL NORTH
HEATING COIL LOOP. I
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